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IMPORTANT INFORMATION ABOUT YOUR DRINKING WATER

Cochiti Lake Water System (063568423)



Cochiti Lake PWSID # 063568423 water system had a booster pump failure during the weekend of August 5th  and 6th, 2017, that ultimately resulted in a loss of pressure in the system and in order to provide water, a decision was made to turn on Well 2, the Golf Course Well, which is a backup well which we are currently using as an irrigation well. The (EPA) Environmental Protection Agency was not notified when this decision was made until August 10, 2017. 



BOIL YOUR WATER FOR THREE MINUTES BEFORE USING

The Cochiti Lake Water System Well 1 was shut down on August 5th, 2017 due to a booster pump failure and a decision was made to use the Golf Course Well (Well 2, currently used as an irrigation well) as a temporary emergency supply. The pump failure ultimately led to a loss of pressure in the distribution system, which may cause backpressure, backsiphonage, or a net movement of water from outside the pipe to the inside through cracks, breaks, or joints in the distribution system that are common in all water systems. Such a system failure carries with it a high potential that fecal contamination or other disease-causing organisms could enter the distribution system. In addition, the irrigation well has not approved by EPA for drinking water. These conditions may pose an imminent and substantial health endangerment to persons served by the system.

What should I do?

• DO NOT DRINK THE WATER WITHOUT BOILING IT FIRST. Bring all water to a rolling boil

for at least (3) three minutes, and let it cool before using, or use bottled water. Boiled or

bottled water should be used for drinking, making ice, brushing teeth, washing dishes, and

food preparation until further notice. Boiling kills bacteria and other organisms in the water.

ALL STORED WATER, DRINK OR ICE MADE RECENTLY FROM THIS SUPPLY SHALL

BE DISCARDED.

• Inadequately treated water may contain disease-causing organisms. These organisms

include bacteria, viruses, and parasites which can cause symptoms such as diarrhea,

cramps, nausea, headaches, or other symptoms. They may pose a special health risk for

infants, young children, some of the elderly and people with severely compromised immune

systems.

• The symptoms above are not caused only by organisms in drinking water. If you experience

any of these symptoms and they persist, you may want to seek medical advice. People at

increased risk should seek advice about drinking water from their health care providers.



What happened? What is being done?



When the Well 1 pump began failing Saturday August 5th we immediately contacted TLC and found that the pump was likely at fault.  This is the same pump we had an issue with approximately 2 years ago.  We followed the exact same procedures as in the past.  We began sending water from Well 2 up to Tank 2 which is the Town’s main supply tank.  We have been manually disinfecting the water supply at Tank 2.  We have been testing the chlorine levels and are running the required water tests today Friday August 11th as directed by EPA.  We expect to hear from TLC this afternoon whether or not the pump will be ready to be reinstalled at Well 1.  Our only option at this time is rebuilding the pump as a new pump could take 5 to 6 weeks to receive.  We will be asking the Board of Directors to approve a redesign of the Well 1 pump house to prevent this in the future.  We are also asking the BOD to approve the needed upgrades to bring Well 2 into compliance with EPA.  Please remember there are 2 to 4 Million Dollars in water, sewer, and waste water repairs that have been identified.  The uniqueness of the Town on Tribal lands has made the application process for USDA funding difficult and we are still actively working and making progress toward funding!



We will inform you when you no longer need to boil your water. For more information, please

contact Kenny Blake at 505-465-2219 or by mail at CCDC  5200 Cochiti Highway, Cochiti Lake, NM 87083.

Please share this information with all the other people who drink this water, especially those who may

not have received this notice directly (for example, people in apartments, nursing homes, schools,

and businesses). You can do this by posting this notice in a public place or distributing copies by

hand or mail.
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